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| @ (E) AH-6 TO BE REPLACED, REPLACE INDIVIDUAL SUPPLY
R , o - R " FAN, RETURN FAN AND COUL SECTIONS ALONG WITH ALL
AN ASSOCIATED FLEX CONNECTIONS AND CONTROLS. ADD
A2N\TYP.FLEX o eEISMIC BRACING TO MAIN DUCTUWORK.
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CONNECTIONS AT . 0 e @ ATTACH CEILING GRILLE TO T BAR CEILING GRID wm-a m "o
ALLUNITS o T R IR A I R S S o DI -SM. SCREW ON EACH SIDE. . "7/ e |

1 @ ADD 12"X12" DOOR LOUVER AT +I2" FROM BOTTOM OF DOOR.
IF FIRE SPRINKLERS. ARE NOT ADDED TO BUILDING THEN =
-~ &"X&" CEILING TRANSFER AIR GRILLES WITH &"¢ DUCT
| BETWEEN WILL NEED TO BE ADDED INSTEAD OF DOOR
. LOUVER THERE WILL ALSO NEED TO BE FIRE/ SMOKE -
~ DAMPER ADDED AT WALL TO ROOM ABOVE CEILING.
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o . 6EE DETAILS ] mau 7 SHEET MHBO! FOR TYP. DUCT DETA:Ls. o

@ PROVIDE GASKETED REMOVABLE ACCESS PANEL ON SIDE
OF (E) DUCT TO REMAIN AND CLEAN DUCT PER SPEC. SECT.
|23 31 00, PARAGRAPH 36.
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| REFER TO SHEETS H%@@ AND MHé@! FOR EQUIF‘MENT
~ SCHEDULES. . o o .
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one and one half inches = one foot = -
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AUDlTORIUM UNDER FLOOR DUCTiNG PLAN
'SCALE: 1/4" = 1'-0"

2

P=7

one half inch

2 |

8" FLEX DUCT, TYP. ] e
TO EACH PLENUM T eI

“OLET . o || B et |
7w S S ﬁ?ié//*
PR L R

one foot
4
g
3
N

S

£ . " -
3} , .

< .

[12]

f’ A
> \ ( ' / N
o

o JEE.
o T
P 5.

< -
prev] . .

\ STAIR #1/,

one quarter inch = one foot
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FIRST FLOOR MECHANICAL REMODEL PLAN <]n[> :
SCALE: 1/8” = 1-0" DU .
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